Introduction
Nuclear power plants (NPPs) have been designed to attain safe and reliable functioning through the monitoring and analysis of various critical operational parameters. Data obtained from monitoring systems provide for the control of feedwater flows, recirculation flows, reactor water levels, etc. and can be used to initiate emergency procedures, such as water injection into the reactor coolant system. Therefore, it is crucial for sensing equipment to precisely convey neutron flux, temperature, pressure, level, and flow of plant processes to assure the continued safe and reliable operation of a NPP. A differential pressure transmitter is used to measure fluid flow and level while a nondifferential transducer is utilized to measure absolute and gauge pressure. A NPP generally uses about 200 to 800 pressure and differential pressure sensors to measure the process pressure, level, and flow in its primary and secondary systems (Hashemian, 2006) . Pressure transmitters are usually located away from the process to protect them from the adverse effects of ambient temperature, radiation, and vibration on the operability and qualified life of the sensor (Hashemian, 2006) . For example, high ambient temperatures will have effects on the mechanical components of the transmitter and shorten the life of its electronics. Pressure sensing lines, also referred to as impulse or instrument lines, are employed to couple a pressure transmitter to the process piping, reactor vessel, or primary flow elements to convey a pneumatic or hydraulic signal from the process to the sensors. In some industrial plants, the pressure sensors are generally installed near the ground using long sensing lines so that personnel can easily access the transmitter for replacement or maintenance purposes. However, process connections using sensing lines may be blocked by accumulations of impurities from the fluid. It is important for the sensing lines to be periodically purged, or blown down, in order to remove any foreign fluid and impurities that can degrade the accuracy of pressure transmitters. Instrument lines can encounter a number of problems that can influence the accuracy and response time of a pressure sensing system. Sensing line problems that have been noticed in NPPs include  blockages due to sludge, boron, or deposits,  air or gas entrapped in low-pressure sensing lines,  frozen sensing lines, and  leakage from sensing lines. Any one of these issues can increase the pressure sensing system response time or cause other problems. For instance, blockages, voids, or freezing in sensing lines can cause errors in pressure measurements and also affect the dynamic response of the pressure sensing system. Despite provisions usually made against these problems in the design of sensing lines, experience has shown that they do occur in many NPPs. In this chapter, signal processing methods for online diagnostics of sensing lines are presented. The development and interpretation of these techniques requires mathematical modelling of the impulse lines, which is accomplished herein using the hydraulic-electric analogy. Results from applying the modelling and diagnostics to instrument lines in operational electric power plants are presented.
Background
As mentioned previously, pressure transmitters are sheltered from harsh environmental effects by siting them away from the process. Depending on the application, one or two sensing lines are used to couple a pressure sensor to the process piping, reactor vessel, or primary flow elements. Sensing lines are typically made of small diameter (on the order of 6 mm to 13 mm) stainless steel, carbon steel, or copper tubing in thicknesses of about 2 mm. Tubing is preferred over piping because it can be installed in one piece, reducing the possibility of leaks. Both liquid-filled and gas-filled impulse lines can be found in NPPs. Liquid impulse lines are typically filled with either the process liquid or oil depending on the sensing line design and application. Gas instrument lines are filled with steam, air, nitrogen, or other gases, and there is sometimes a transition in these lines to another medium, such as oil or water. Sensing lines vary in length, ranging from a few meters to 200 or 300 meters depending on the transmitter location and service in NPPs (Hashemian et al., 1993) . Because the overall response time of the pressure sensing system is affected by the instrument line length, impulse lines are made as short as practically possible. Therefore, the average length of sensing lines for safety-related pressure transmitters is usually 10 to 50 meters (Hashemian et al., 1993) . Fig. 1 shows a typical pressure sensing line inside a nuclear reactor containment www.intechopen.com Pressure sensing line diagnostics in nuclear power plants
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where the root and isolation valves are employed to connect the sensing line to the process and to a pressure transducer, respectively. Sensing line installations are designed to allow for thermal expansion and vibration without deformation, to ensure drainage by gravity, and to provide for self-venting. For liquid-filled impulse lines, self-venting is accomplished by slanting the impulse line downward to allow any gas or air in the line to vent to the process. If the instrument line cannot be sloped as required, a high-point vent and low-point drain will be needed for liquid and gas sensing lines, respectively. The mechanical design, engineering, fabrication, installation, testing, and protection of power plant instrumentation sensing and control lines are addressed within industrial standards (ISA, 1999; ISA, 2005; ASME, 2007) . These standards establish the applicable installation requirements and limits of instrumentation sensing and control lines and their instruments in both fossil and nuclear power plants. Blockage, voids, or leaks in sensing lines can cause errors in pressure measurements and can also affect the dynamic response of the pressure sensing system. Although sensing lines are usually designed to avoid these problems, they still occur in industrial processes.
 Blockage. Blockages occur in sensing lines when solidification of boron, sludge, and other containments accumulate in the reactor water. Blockages also take place from obstructions because of improper line up or seating of isolation and equalizing valves and crimping of sensing lines. Partial blockages are detrimental only to the dynamic response time of the system and do not normally affect the static output of the system. However, the pressure information is totally lost when the blockage has built up to the level of completely obstructing the line. In addition, sensing line clogs can significantly increase the dynamic response time of pressure systems (Hashemian et al., 1993) . Remedies that are practiced in several NPPs to remove deposits from sensing lines are to blow down, back fill, or drain the lines periodically. Condition monitoring based approaches also can be applied to deal with impulse line blockages by detecting their presence.
 Voids. Air or gas entrapped in liquid sensing lines can result in false pressure readings, sluggish response, and extraneous noise due to acoustic resonances. For instance, an air pocket in absolute pressure transmitters can cause the pressure indication to be lower than normal in addition to adding a delay in transmission of the pressure information. Voids are difficult to purge from the system, and the problem exists even though high pressures are involved.
 Leakage. A sensing line may have a root valve, one or more isolation valves, an equalizing valve, and other connections that can provide opportunities for leakage to happen, especially under high operating pressures. Any significant leakage or loss of fluid from an instrument line can induce a false pressure reading. Examples of sensing line problems experienced by the U.S. nuclear power industry can be found within the Nuclear Regulatory Commission licensee event report (LER) database. Hashemian et al. (1993) (Hashemian et al., 1993) The possibility of such pressure sensing line failure modes is an impetus to establish predictive maintenance (PM) programs. Equipment health monitoring is known by a variety of related endeavours including condition-based and reliability-centred maintenance (RCM). Figure 2 illustrates three basic approaches to equipment maintenance. Corrective (or reactive) maintenance is taken only after the component has failed. To avert breakdown, preventive approaches involve anticipatory actions based on a schedule or prediction. Scheduled maintenance, which may involve inspections and/or pre-emptive replacements, can be performed on either calendar or equipment use bases. PM is initiated on the basis of a detected onset of equipment malfunction or failure. RCM incorporates all three approaches while considering the importance of the equipment to the facility mission, and is generally based upon a failure modes and effects analysis. To accomplish PM without interrupting equipment operation necessitates the use of online monitoring tools for signature analysis. Those signatures, in turn, must be scrutinized to ascertain whether the system or component is trending toward a failure condition. The originating signals are often the result of stochastic (random) processes. The nuclear power industry has traditionally referred to this technique as noise analysis. Noise analysis has been used for a variety of nuclear power plant applications including boiling water reactor stability, core barrel motion and moderator temperature coefficient of reactivity determination (Thie, 1981) . The capability to detect faults and to replace the components just prior to failure is desired by industry. By doing so, the consequences of unexpected equipment failures can be avoided. Online component monitoring can yield higher availability, extended life, and reduced costs. Incipient failure detection not only serves to avoid catastrophic failure, but also to assist in planning corrective actions (i.e., preventive maintenance). Incipient failure detection also has the ability to assist in achieving condition-based maintenance objectives. This chapter focuses on developing innovative techniques for detecting blockages, voids, and leakages in the pressure instrument lines. 
Sensing Line Modelling
Instrument lines and pressure transmitters are the two major components forming a pressure sensing system. Therefore, to simulate a pressure measuring system, both the sensing line and the pressure transmitter should be modelled. A number of representations have been developed to study pressure transmitters and sensing lines dynamics (Barbero et al., 2000; Bergh & Tijdeman, 1965; Hashemian et al., 1993; Iberall, 1950; Müllens & Thie, 1989) . The models presented in this chapter aim at deriving the pressure sensing system transfer function to facilitate the investigation of the pressure signal power spectral densities (PSDs) obtained for noise analysis. These models demonstrate how the system parameterssuch as length and cross-sectional area of the sensing line, and the sensing line medium density and sound speed-affect the system transfer function and PSD resonances.
Hydraulic-Electric Analogy
The hydraulic-electric analogy that relates pressure and flow to voltage and current, respectively, has been well established and applied to a variety of disciplines, including pumping (Gogolyuk et al., 2004) , pressure transducers (Clark, 1985) , woody plant hydraulics (Tyree & Ewers, 1991) , and the human arterial system (Westerhof et al., 1969) . The hydraulic (or acoustic) and electrical analogues are summarized in Table 2 . Schönfeld (1954) distinguishes between hydraulic and acoustic systems based on the fluid. Specifically, he places incompressible fluids, such as water, into the category of hydraulic systems, whereas acoustical system behaviour is affected by the fluid (e.g., air) elasticity.
General
Electrical
Resistance, R Fluid resistance, R = p / Q Differentiating element Capacitance, C Fluid capacitance, Q = C (dp/dt) Table 2 . Analogies between electrical and hydraulic systems
The hydraulic-electric analogy also can be employed to the field of pipeline modelling. Consider laminar flow in a tube filled with an incompressible fluid where Q is the fluid www.intechopen.com
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volumetric flow rate. Friction on the tube wall causes a loss of pressure potential, p. The friction-caused potential loss can be expressed as
For a round tube in both hydraulic and acoustic systems, the hydraulic-acoustic resistance may be represented by (Schönfeld, 1954; Olson, 1957 )
where µ is the dynamic viscosity, ℓ and r are the tube length and radius, respectively. Note that the tube diameter is assumed to be small compared to the tube length so that the end correction may be neglected. Expressions for R must be developed based upon the unique flow characteristics of a given system. Consider a variable flow rate through a tube for both hydraulic and acoustic systems.
Ignoring friction for the moment, a potential difference is required to accelerate or to decelerate the flow, amounting to
The factor L is called the hydraulic-acoustic inertance of the system and can be written as (Schönfeld, 1954 )
where A is the tube cross-sectional area and ρ is the fluid density. Similar to R, systemspecific L expressions must be derived for diverse hydraulic-acoustic systems. Hydraulic-acoustic potential energy is associated with the compression of a fluid or gas.
Hydraulic-acoustic energy increases (decreases) as the fluid is compressed (expanded).
Hydraulic-acoustic capacitance is the element that opposes a change in the applied pressure. The pressure in terms of the volume displacement, ΔV, can be expressed as (Olson, 1957) 
where V is the initial volume and c is the acoustic velocity of fluid in the sensing line. The hydraulic-acoustic capacitance, C, is defined via
From Eqs. (5) and (6), the acoustic capacitance of volume V is
Physically speaking, the hydraulic-acoustic capacitance is used to represent a cavity or small volume with rigid boundaries.
For example, Hashemian et al. (1993) represented a pressure sensing system by a spring mass system as shown in Fig. 3 . As the process pressure changes, the pressure surge is transmitted through the sensing line resulting in a volume change (ΔV t ) in the transmitter cavity. To describe the relationship between the volume change in the transmitter and the pressure required to induce the volume change, a term called transmitter compliance is employed. For a pressure change of Δp s , the transmitter compliance (C t ) can be expressed using Eq. (6) as
Typical units for the compliance are cm 3 /bar. Fig. 3 . Spring mass model of a pressure sensing system; after Hashemian et al. (1993) .
Lumped Parameter Model Using Hydraulic-Electric Analogy
By applying the hydraulic-electric analogy, pressurized lines can be represented using electrical circuits, that is, a hydraulic tube is realized as an electric power transmission line. Therefore, similar to transmission line modelling, there are multiple circuit topologies (see Fig. 4 ) that can be used to accomplish sensing line lumped parameter modelling. The circuit parameters in Fig. 4 can be expressed as
Using the simple electrical circuit model of a hydraulic tube, as shown in Fig. 4(a) , the transfer function between the input p i and output p o pressures can be derived as
This L-shaped model is a classic underdamped second-order system with a resonant frequency of
The pi-and tee-shaped representations shown in Figs. 4(b) and 4(c), respectively, are referred to here as the general cases which share an identical transfer function of
which has a resonant frequency of 
Sensing Line Model with Linear Distributed Parameters
The analytical solution for unsteady flow problems is obtained by using equations for continuity, momentum, and energy. These equations correspond to the physical principles of mass conservation and energy conservation. Applying these equations leads to a coupled nonlinear set of partial differential equations. After linearization, two linearized partial differential equations describing flow continuity and momentum can be derived as (Matko et al., 2000; Matko & Geiger, 2002; Izquierdo & Iglesias, 2002; Izquierdo et al., 2004 ):
where x is distance along a pipe, t is time, and
with f being the dimensionless Darcy-Weisbach friction factor (f = 64/Re for laminar flow), and Q being the average fluid volumetric flow rate. Solving Eqs. (14) and (15) by using initial fluid conditions, the linearized pressurized line model can be written as:
where
is called the characteristic impedance, and Q i and Q o are the input and output flow rates, respectively. Therefore from Eq. (17), the "exact" transfer function for pipe pressure can be expressed as (Matko et al., 2000) :
The approximate resonant frequencies of the exact model can be derived as (Lin & Holbert, 2009a) :
The exact formula of Eq. (18) can be approximated by a second-order system (Matko et al., 2000) :
which has a resonant frequency at ) /( 2 0 LC   -the same as the pi and tee models given in Eq. (13). Transfer functions for the exact (H E ), pi and tee (H G ), simple L (H S ), and approximate (H A ) pipeline models. The pi, tee and approximate models overlay one another. The pipe system parameters are ℓ = 60 cm; r = 0.8 cm; μ = 0.01 g/cm·s; ρ = 1 g/cm 3 ; c = 150,000 cm/s; Re = 1000; and Q = 6.25 cm/s.
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Lin and Holbert (2009a) compared the hydraulic-electric models described previously as shown in Fig. 5 . The pi and tee models are nearly identical to the approximation of the exact model. Therefore, the pi and tee models are considered more accurate than the simple (L) expression. However, it can be recognized in Fig. 5 that the resonant frequencies of the pi, tee and approximate models do not match the fundamental resonant frequency of the exact model. Besides, the pi, tee and approximate models only reveal the first resonant peak and its location in the frequency domain while the exact model exhibits multiple resonant peaks. Furthermore, a high frequency roll-off appears in non-exact cases.
Equivalent Pi Circuit
In order to facilitate the implementation of the pipeline exact model for complex pressure system modelling, an equivalent circuit is introduced. The circuit shown in Fig. 6 is called an equivalent pi circuit that has been used in power transmission line modelling (Glover & Sarma, 2000) . From Fig. 6 
By comparing the coefficients of Eqs. (17) and (21), Z and Y are recognized as:
Overlays (not shown) of the transfer functions from the exact model and the equivalent pi representation are identical, as expected since the theory in Glover and Sarma (2000) shows them to be equal. In other words, the equivalent pi circuit representation yields the same frequency response as the exact model, i.e.,
; there is no approximation involved. 
Sensing Line Diagnostics
In the previous section, various sensing line models have been presented, and the sensing line equivalent pi circuit representation is considered more accurate and easier to implement for impulse line diagnostics. To cooperate with the equivalent pi model of sensing lines, pressure sensor lumped parameter models are introduced here. Typically, two types of pressure transmitters-motion-balance and force-balance-are used for safety-related pressure measurement in nuclear power plants. The major difference between them is how the movement of the sensing element is converted into an electrical signal. The transmitter modelling focuses on the component before the pressure-to-electrical signal conversion step. Therefore, the sensor representation presented here is valid for both types of pressure transducers. Fig. 7 . Two pressure sensing system models.
The simplest expression for a pressure transmitter is a single diaphragm. The diaphragm capacitance can be defined as
where ΔV d is the displaced diaphragm volume and p o is the pressure at the diaphragm at instant t. Hence, the pressure system model can be represented as shown in Fig. 7(a) .
However, this simple model may not be adequate in some cases. For example, the simple representation has been proved insufficient for understanding the laboratory measurements performed with a Rosemount capacitive transmitter (Blázquez & Ballestín, 1995) . The reason is that the Rosemount sensors have an inner structure for pressure reduction. A low frequency real pole resulting from the inner structure dominates the frequency response of www.intechopen.com
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the sensor. Therefore, the model should be modified as shown in Fig. 7(b) . The inner structure of the Rosemount transmitter can be modelled with (Barbero et al., 2000) :
 an isolating diaphragm (membrane) with capacity C i ,  a filling fluid of silicone oil instead of water,  a smaller channel cross-section than that of the sensing line,  a large resistance R i for pressure reduction compared to sensing line (R i >> R), and  a sensing diaphragm C d .
Sensing Line Blockage
Extending the pressure sensing system model to a situation of blockage, one comes to the realization that all three parameters (R, L, and C) change (see Eq. (9)) as the original tube inner radius (r i ) decreases. The flow area reduction, as shown in Fig. 8 , is denoted as b = (r B /r i ) 2 where r B is the pipe radius due to blockage. The transfer function of a pressure sensing system consisting of a 50-meter long water-filled impulse line and an inner structure pressure transmitter was numerically computed for several cases: normal conditions and varying degrees of blockage. The effect of blockage on the transfer function is initially studied as shown in Fig. 9 . From Fig. 9 , it can be observed that the first resonant peak moves toward a lower frequency and the rest of the resonant peaks shift slightly toward lower frequencies as the blockage amount increases. In addition, all the resonant peak magnitudes are reduced as the blockage becomes larger. The effects on the transfer function under high blockage circumstances are demonstrated in Fig. 10 . The impacts of severe blockages are consistent with what occurs in the earlier blockage cases (Fig. 9) . However, the first resonant peak disappears when the blockage reaches a certain level and the adjacent resonant peaks vanish one by one as the blockage level keeps increasing. Note the first four peaks of the transfer function with 0.01 cross section ratio (b) have disappeared in Fig. 10 while the remaining peaks are obscure but still exist. Moreover, the transfer function gain is considerably reduced with severe blockage occurring. 
Sensing Line Voids
When voids (bubbles) appear inside a liquid-filled sensing line, the sensing line now contains a two-phase fluid. Bubbles can blend into the instrument line medium either homogeneously or heterogeneously. These two different mixing situations influence the transmitted signal differently. In this subsection, the sensing line fluid and the void media used for the studies are water and air, respectively. Another possible two-phase fluid is simply a water liquid-vapour mixture. A homogeneous air-water mixture exists only when the air volume fraction is less than one percent (Sherstyuk, 2000) . In the presence of air bubbles, the total volume inside the sensing line is the sum of the air volume, V a , and water liquid volume, V w , and the density of the air-water mixture can be expressed as (Barbero et al., 2000) 
where ρ a and ρ w are the air and water densities, respectively, at normal system pressure, and β is the void fraction by volume, β = V a /(V a + V w ). The dynamic viscosity of a two-phase fluid can be estimated using the Grunberg equation (Grunberg & Nissan, 1949) :
where μ a and μ w are the air and water dynamic viscosities, respectively, at normal pressure, X is the void mole fraction, and d is the interaction parameter. The interaction parameter can be set to zero for the mixture of similar non-polar components so that the last term of Eq. (27) can be neglected. Consequently, Eq. (27) can be reduced as:
By replacing the mole fraction with other parameters, Eq. (28) can be modified as:
where A w and A a are molar masses for water and air, respectively. The variation of the viscosity within a water-air mixture is shown in Fig. 11 . The density and dynamic viscosity changes affect the impulse line inductance (L) and resistance (R), respectively. However, the sensing line capacitance (C) varies much more than R and L not only through ρ but also via the sound velocity. Therefore, the sound velocity variation within a two-phase fluid is discussed below. Note that the voids are most likely air or water vapour; and the sensing line void model developed herein is valid for both cases. A two-phase fluid has the elasticity of a gas and the density of a liquid (Barbero et al., 2000) so that the sound velocity decreases significantly, and consequently C increases. For a homogeneous mixture, the sound velocity can be calculated as (Landau & Lifshitz, 1959) (30) and (32) into Eq. (31), the sound velocity within a homogeneously mixed fluid, after some algebraic manipulations, is found to be 
where c a and c w are the sound velocities in the air and water phases, respectively. Fig. 12 shows the theoretical sound velocity variation within a homogeneous water-air mixture that has been experimentally proved (Gibson, 1970; Kafesaki et al., 2000) ; however, a homogeneous mixture has only been considered applicable when the air fraction (β) is less than 1% (Sherstyuk, 2000) . The transfer function of a pressure system with voids in the sensing line under the homogeneous mixture condition is shown in Fig. 13 . The simulation is based on a pressure sensing system consisting of a 10-meter long water-filled impulse line and a single diaphragm pressure transmitter. As mentioned before, the homogeneous case is valid under the condition that the gas fraction is less than 1% (Sherstyuk, 2000) . Hence, Fig. 13 shows the transfer functions for small amounts (< 1%) of air occurring within the impulse line. For the homogeneous mixture case, the appearance of bubbles makes significant feature changes to the original system transfer function curve as shown in Fig. 13 . It can be seen that all resonant peaks shift dramatically toward lower frequencies. However, in a sensing line absent of flow, gas and liquid components eventually separate into a heterogeneous arrangement, which is now addressed. Similar to the homogeneous air-water mixture case, a method that replaces the original R, L, and C parameters with new values calculated using the modified fluid density and sound velocity can be applied to the heterogeneous air-water mixture case (Barbero et al., 2000) as depicted in Fig. 14(a) . By using this method, the network topology of the pressure sensing line model remains unchanged based on the void location, although the model parameters are affected. However, based on test results from the Kingston steam plant (Schohl, 1987a; Schohl, 1987b; Schohl et al., 1987; Schohl & Vigander, 1989) , different air locations cause distinct effects on the pressure noise spectrum. Specifically, air present near the midpoint of the sensing line affects resonant frequencies much more than does air close to the beginning of the line. 
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Another way to simulate the heterogeneous air-water mixture is to model an air section of length ℓ a within a tube by an acoustic capacitor that is calculated using a lumped parameter representation (Müllens and Thie, 1985) )
By using this depiction, sensing lines with voids occurring at different locations can be represented by the sensing line models as exemplified in Fig. 15 . Note that the lumped parameter representation of voids is not applicable for the heterogeneous air-water mixture shown in Fig. 14(b) , where the arrangement of air and water layers is in parallel along the pipe. Fig. 16 shows the transfer functions based on the lumped parameter void model for identical air pockets placed at two different locations along the sensing line. In the first case, an air pocket is positioned close to the beginning of the tube, and in the second instance, the air is located near the mid-point of the impulse line. It can be observed from Fig. 16 that even though the air volumes for both pockets are equal, the system transfer functions vary significantly depending on where the void is located. These differences in transfer functions are physically attributable to the nonlinear system behaviour that results from sitedependent sound speed differences due to the air position (Barbero et al., 2000) as well as the concomitant changes in the standing wave frequencies (Schohl & Vigander, 1989) .
Sensing Line Leakage
Leakage from a sensing line may be represented using the orifice equation of
where C f is a flow coefficient, and A is the flow area of the leak. The linearized orifice equation is
where Q 0 is the steady-state leakage flow rate. The leak therefore becomes a parallel resistive term in the sensing line model. The equivalent resistance obtained from the linearized version of the orifice equation relating steady-state flow, Q 0 , and pressure, p 0 , provides two functional forms, specifically, ) ( 2 ) (
. Generally, the flow coefficient, C f , ranges from 0.6 for sharp edges to 1.0 for rounded edges. The former expression for R is more useful for determining the leakage amount (Q 0 ) from a PSD, whereas the latter expression is appropriate for selecting R values to perform initial scoping analyses based on the primary coolant system pressure (p 0 ). Using the equivalent pi representation, the leak may be placed at an arbitrary position along the sensing line, as depicted in Fig. 17 . Using the model of Fig. 17 , a 50-m long, 2-cm diameter sensing line was simulated with a 1-mm diameter leak. The leak position was varied, specifically, at 25%, 50% and 80% of the tube length. The transfer function results shown in Fig. 18 demonstrate that although the resonant peak frequencies do not change, the peak amplitude does. In particular, the magnitude of the peak at the fundamental frequency decreases as the leak position moves from the inlet to the outlet, but other harmonics do not necessarily exhibit the same pattern. Such results are consistent with the theoretical and experimental observations by Lee et al. (2005; 2006) who found that the pattern of peak magnitude change can be utilized to determine the position of a leak in a pipeline. For large leaks, the fundamental resonant peak location also shifts to higher frequencies, as shown in Fig. 19 . 
Operational Data Analysis
In the previous section, the modelling of sensing line anomalies using the equivalent pi circuit representation has been presented. Operational data from a pressurized water reactor (PWR) and a coal-fired power plant are analyzed in this section to compare to the sensing line fault modelling.
Sensing Line Blockage in a PWR
Steam pressure measurements were taken from four steam generators. The four steam generators are identical so that the four pressure sensing systems are deemed similar to one another. Twenty minutes of pressure noise data were acquired using a 200 Hz sampling frequency with a low-pass filter cut-off of 67 Hz. Two different data sets were obtained approximately three years apart under (1) normal (unblocked) conditions and (2) when the pressure sensing line of one transducer was blocked. There are a number of peaks in Fig. 20 for each PSD; however, some of the peaks originate from the other noise sources. Therefore, it is essential to identify the resonant peaks associated with the pressure sensing system. From Eq. (19) and simulation results for complete pressure sensing systems, it is known that the peak intervals are roughly equivalent. Based on this pattern, the resonant peaks caused by the pressure sensing system are enumerated as indicated in Fig. 20 . To verify the peak recognition, the PSD from Channel 3 is compared to that from Channel 4. It can be seen in Fig. 20 that the two PSDs are almost identical up to the sixth peak while the higher frequency portion of the PSDs is not as similar as it is in the lower frequency region. The higher frequency data are corrupted by other noise sources. For example, peak C in Fig. 20 is the 50 Hz electrical noise. Because the data from both channels were measured through two similar pressure sensing systems, the shared resonant peaks are considered related to the pressure sensing system which agrees with the peak recognition result based on the uniform peak interval. Fig. 21 shows the PSDs of the noise signals acquired from the blocked (Channel 3) and the normal (Channel 4) pressure sensing systems, respectively. It can be seen in Fig. 21 that the first three resonant peaks of Channel 3 have vanished due to the blockage and the magnitudes of the fourth and the sixth peaks are reduced significantly which is consistent with the severe blockage simulation result shown in Fig. 10 . However, the PSD curve near the fifth peak location rises abnormally which is not found from the simulation result. This could be the result of plant equipment or operational variation since the normal data and abnormal data were taken three years apart. It is possible that the 1% upgrade in power for the NPP in the interim affected the later data. Based on Parseval's Theorem, the integral of the PSD is directly proportional to the signal variance (σ 2 ). From Figs. 9 and 10, it can be observed that the area under the transfer function curve of the pressure sensing system decreases as blockage increases. Therefore, in general, a reduced root mean square (rms), σ, noise level is anticipated for a blocked sensing line. However, this is not the case for the operational data presented here because, as mentioned above, the data are corrupted by other noise sources that manifest themselves in the higher frequency range of the PSDs shown in Figs. 20 and 21. In particular, there are several high frequency components appearing in the Channel 3 (blocked) PSD and with greater peak magnitudes as compared to the Channel 4 (normal) PSD. For this particular case, an alternative analysis method could be based on integrating the PSD up to and slightly past the sixth peak (i.e., before peak B).
Sensing Line Voids in a Fossil Unit
Field tests for void detection were conducted at the Kingston steam plant (Schohl, 1987a; Schohl, 1987b; Schohl et al., 1987; Schohl and Vigander, 1989) where nine coal-fired generating units are operating. A depiction of the sensing line for pressure measurement at the discharge of the Unit 1 raw water service pump is shown in Fig. 22 . The 1.02-cm diam. copper line has a total length of approximately 80.5 m including an elevation gain of about 13.7 m from the pump, located in the power plant basement, to the control room pressure gauge. There are three tees along the line. Two of them were installed near the pump and the condenser respectively to provide locations for air injection. The third tee was placed under the control room (807) for attachment of a hydrophone. (Schohl, 1987a) .
For the tests, the effects of the control room pressure gauge were removed by closing the inline isolation valve (814) below the gauge. Then, measurements (termed "pseudo no-air" for reasons which will be explained later) taken after attempting to purge the line of air were compared with measurements recorded after air was inserted either close to the pump or near the condenser. The background flow noise was measured using the hydrophone at 815. To remove the random signal content, leaving the periodic components, spectra obtained from 40 consecutive time records, each 8 seconds long, were averaged together (Schohl, 1987a) . Fig. 23 shows the effects of air added into the sensing line on power spectra of the flow noise with respect to air near the pump. According to Schohl (1987a) , electrical noise appears in the PSD at 60 Hz, and pump first and second order harmonics occur at 29 Hz and 58 Hz, respectively. From Fig. 23 , it can be recognized that added air manifests itself as an additional peak at 24.2 Hz, as noted by Schohl (1987a) . This peak corresponds to surge oscillation of the column between the process line and the inserted air. Besides, except for the peak near 44 Hz, the resonant frequencies greater than 24 Hz are all moved slightly toward higher frequencies because of the added air. In order to verify the developed pressure sensing system model, the raw water sensing line system (see Fig. 22 ) is represented using a five-segment impulse line equivalent pi circuit, as shown in Fig. 24 , with the hydrophone and air realized by a single diaphragm capacitor, and acoustic capacitors, via Eq. (35) , respectively. According to the Kingston test report (Schohl, 1987a) , this sensing line was not equipped with air bleed lines so that there was no way to confidently purge all air from the line. Furthermore, the trapped air in the sensing line was distributed among several locations, with each location holding a small air pocket, rather than centralized at one location as a single large void. Therefore, in the network of Fig. 24 , two small air pockets realized by two acoustic capacitors are inserted, respectively, at locations 809 and 814 which are two higher positions (see Fig. 22 ) considered more likely to trap air. Hence, we refer to these results as the "pseudo no-air" cases because of the two trapped air pockets which are included in the model. Table 3 shows an average absolute difference of 1.1% between the resonant frequencies of the measured data and the model with trapped air under the pseudo no-air situation, thereby verifying the model. To realize the air near the pump, another air capacitor equivalent to a 14.2 cm 3 air pocket is inserted at location 812 as shown in Fig. 25 . The simulation results based on the developed models are presented in Fig. 26. Comparing Figs. 23 and 26 , it can be observed that the simulation results and the measured data still have good agreement after the air is inserted into the sensing line. Fig. 25 . Five-segment equivalent pi circuit model for the Kingston plant raw water pressure sensing line with an air pocket inserted near the pump (Lin & Holbert, 2010) . 
Conclusions and Future Work
This chapter has detailed the establishment of online condition monitoring methods for pressure sensing systems. Each anomaly is uniquely represented by electrical equivalents, in particular:  blockage -modified resistance, inductance, and capacitance,  voids -additional parallel capacitance, and  leakage -additional parallel resistance. Models of blockage, voids, and leakage associated with instrument lines based on their electrical representations in conjunction with analyses of the operational data from a NPP and field test measurements from an operating fossil power plant are presented. The operational data and field test measurement analysis results demonstrate behaviour consistent with the simulation results, and thereby validate the developed models. Future research for extending the work presented in this chapter could include:  studying the situation when multiple anomaly types occur in the sensing system,  developing effective diagnostic indicators based on the spectral feature variations due to the presence of sensing line anomalies, and  investigating the applicability of using the developed anomaly models for fault isolation and location.
